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1-Channel Digital
Temperature Indicators

KN-2000w

Autonics

KN-2000W Series
PRODUCT MANUAL

For your safety, read and follow the considerations written in the instruction
manual, other manuals and Autonics website.

The specifications, dimensions, etc are subject to change without notice for product
improvement Some models may be discontinued without notice.

Safety Considerations

« Observe all ‘Safety Considerations’ for safe and proper operation to avoid hazards.
« A\ symbol indicates caution due to special circumstances in which hazards may occur.

A Warning Failure to follow instructions may result in serious injury or death

01. Fail-safe device must be installed when using the unit with machinery that
may cause serious injury or substantial economic loss.(e.g. nuclear power
control, medical equipment, ships, vehicles, railways, aircraft, combustion
apparatus, safety equipment, crime/disaster prevention devices, etc.)
Failure to follow this instruction may result in personal injury, economic loss or fire.

02. Do not use the unit in the place where flammable/explosive/corrosive gas,
high humidity, direct sunlight, radiant heat, vibration, impact or salinity
may be present.

Failure to follow this instruction may result in explosion or fire.

03. Install on a device panel to use.

Failure to follow this instruction may result in fire or electric shock.

04. Do not connect, repair, or inspect the unit while connected to a power
source.

Failure to follow this instruction may result in fire or electric shock.

05. Check ‘Connections’ before wiring.

Failure to follow this instruction may result in fire.

06. Do not disassemble or modify the unit.

Failure to follow this instruction may result in fire or electric shock.

A Caution Failure to follow instructions may result in injury or product damage

01. Use the unit within the rated specifications.
Failure to follow this instruction may result in fire or product damage

02. Use a dry cloth to clean the unit, and do not use water or organic solvent.
Failure to follow this instruction may result in fire or electric shock.

03. Keep the product away from metal chip, dust, and wire residue which flow
into the unit.
Failure to follow this instruction may result in fire or product damage.

04. Check the polarity of the measurement input before wiring.
Failure to follow this instruction may result in explosion or fire.

Features

« High accuracy with 16 bit ADC (£0.2% F.S.)
+ Max. display range: -19999 to 19999
« Multi-input

- Thermometer 12 types

-RTD 5 types
- Analog: Current 2 types/voltage 6 types

« Auto display color change function
- Selectable indicator colors when error occurs or alarm operates

« Various output options

- Alarm output: 2 points/4 points

-4-20 mA transmission output (isolated), RS485 Communication output
« Various functions

- High/Low peak input monitoring

- Alarm output (upper/lower, sensor break)

- Transmission output/display scale

- Digital input (DI), etc.
« Built-in power supply for sensor/transmitter (24 VDC)

C€ esIAL

Cautions during Use

« Follow instructions in ‘Cautions during Use’. Otherwise, it may cause unexpected
accidents.

« For connecting the power, use the crimp terminal (M3.5, max. 7.2 mm)

« 24VDC= power supply should be insulated and limited voltage/current or Class 2,
SELV power supply device.

« Keep away from high voltage lines or power lines to prevent inductive noise. Do not
use near the equipment which generates strong magnetic force or high frequency
noise.

« Install a power switch or circuit breaker in the easily accessible place for supplying or
disconnecting the power.

« Use twisted pair wire for communication line.

« This unit may be used in the following environments.

- Indoors (in the environment condition rated in ‘Specifications’)
- Altitude Max. 2,000 m

- Pollution degree 2

- Installation category Il



Ordering Information

Input Type and Using Range

This is only for reference, the actual product does not support all combinations. Input type Display | Using range (°C) Using range (°F)
For selecting the specified model, follow the Autonics website . K (CA) Lr-p 22000 to 13500 | -328 to 2462
K N _ 2 o e e W J(C) EC-d -200.0 to 800.0 |-328.0 to 1472.0
E(CR) EC-E -200.0 to 800.0 |-328.0 to 1472.0
© Alarm output @ Option Output © Power supply T(CO) EC-£ | -2000 to 4000 |-3280 to 752.0
0: No (Option output: 0:No 0:100-240 VAC~ 50/60 Hz R(PR) EL-r 0.0 to 1750.0 32 to 3182
Trarjlsr&\55|on iSOt 1: PV transmission 1:24VDC= Thermo- | B (PR)* EL-b 400.0 to 1800.0 752 to 3272
228l . 4: Communication couple | s (PR)* EC-5 00 to 17500| 32 to 3182
42 alarm 5: PV transmission + N (NN)* EC-n | -2000 to 13000 | -328 to 2372
Communication C(ws)* c-C 0 to 2300 32 to 4172
L(IC)* C-L -200.0 to 900.0 |-328.0 to 1652.0
u(co” C-u -200.0 to 400.0 |-328.0 to 752.0
Product Components s -
Platinel I EL-P 0.0 to 1390.0 32 to 2534
« Product « Instruction manual « Bracket X2 Cu50Q* [uso -200.0 to 200.0 |-3280 to 3920
Cul00Q* cuto -200.0 to 200.0 |-328.0 to 392.0
S F RTD JPt100Q JPE -200.0 to 600.0 |-328.0 to 1112.0
0 are DPt50Q dPES -200.0 to 600.0 |-328.0 to 1112.0
Download the installation file and the manuals from the Autonics website. DPt100Q dPE! | -2000 to 8500 |-3280 to 15300
0.00 - 20.00mA | ArA |
C t
u DAQMaster . R . . urren 4.00 - 20.00mA |ARAZ
DAQMaster is comprehensive device management program. It is available for -
. L -50.00 - 50.00mV | AAu ! | -19999 to 19999
parameter setting, monitoring. - ; p ) .
Analog 22000 - 200.0mV | AAu2 | (Display rangeis variable according to
Voltage decimal point position.)
- 10000 L0000V | A-u
Specifications :
-1.000 - 10.000v [A-wug
KN-2000W Series « Above input types which have the * mark are not displayed. To display the above input types, supply the power
Series with pressing the [M] key.
AC voltage DC voltage A
Power supply 100 - 240 VAC~ 50/60 Hz 24\VDC= M Display accuracy
Permissible voltage o Input type Using temperature |Display accuracy
range 9010 110 % of rated voltage At room temperature |PV 0.2% F.S. =1 digit
Power consumption <8VA <3W Thermocouple |(25°C £5°C) + Thermocouple below -100 °C: (PV +0.4% F.S.) 1digit
Sampling period « Thermocouple, RTD: 250 ms +Analog: 100 ms RTD Outof room PV £0.3%F.S. =1 digit
_ - - : temperature range
(Ut speCIflcatlon Refer to Input Typeand Using Range' + Incase of TC-T, TC-U, 2.0 °C will be added to the degree standard.
. Contact +ON: <2kQ «OFF: =90 kQ
:3:5::‘:' Non contact «Residual voltage: < 1.0V « Leakage current: < 0.03 mA

Outflow current

~0.2mA

Alarm

«2 pointrelay: 250 VAC~ 3 A 1c +4 point relay: 250 VAC~ 1A la

Option

output PV Transmission

ISOLATED DC 4-20 mA (Load resistance: < 600 Q)

RS485 comm.

Modbus RTU

Display type

7 Segment (Red, Green, Yellow), LED type

Alarm output Hysteresis

1t0 999 digit

«2 point: = 10,000,000 operations

Efeelay Wisgleaitzl «4 point: = 20,000,000 operations

cycle Electrical +2 point: = 100,000 operations(Load resistance: 250 VAC~ 3 A)
«4 point: = 500,000 operations (Load resistance: 250 VAC~ 1 A)

Dielectric strength ?i:\ifvneen the charging part and the case: 2,000 VAC~ 50/60 Hz for

Nibratien 0.75 mm amplitude at frequency of 5to 55 Hzin each X, Y, Z

direction for 2 hours

ion resistance

=100 MQ (500 VDC= megger)

Noise immunity

42 kV square shaped noise (pulse width 1 ps) by noise simulator

Memory retention

~ 10 years (non-volatile semiconductor memory type)

Ambient temperature

-10t0 50 °C, storage: -20 to 60 °C (no freezing or condensation)

Ambient humidity 35 to 85%RH, storage: 35 to 85%RH (no freezing or condensation)
Certification CE€ ESER
Unit weight (packaged) | ~200g(~ 332g)

Communication Interface

H RS485
Comm. protocol Modbus 1.1 RTU
Maximum connection 32 units
Synchronous method Asynchronous

Comm. method

Two-wire half duplex

Comm. effective range < 1,200 m (< 700 m recommended)

Comm. speed 1,200/ 2,400/ 4,800 /9,600 (default) / 19,200 bps (parameter)
Data bit 8 bit (fixed)

Parity bit None (fixed)

Stop bit 1 bit (fixed)

Unit Descriptions

1 1. Display part(Red)
Run mode: Displays PV

KN-2000W Autonics I = (Present value).
] i i %) 2 Settingmode: Displays
3 o ! .
G '.' QC parameter and setting value.
E ——— —— 2. Unit Indicator
: : : Displays the set unit.
(vone) -—« *_\/ ,-/\
/ ] ol \ 3. Alarm output indicator
\ Turns ON when the alarm is
4 ON
4. [MODE] key

Used to enter parameter set mode, move to parameters, save SV and return to RUN
mode.

5.[d], [A],[V]key
Used to enter and change parameter setting value.

6. Selection switch for input specification

m==

« The setting of input type selection switch and the setting value of input type parameter
should be same and it can display the proper measurement value.

RTD/TC/mV/ £1V: Select it for RTD, Thermocouple, =1V, mVinput
-1-10V: Select it for-1-10VDC= input
0-20 mA: Select it for DC 0 (4) - 20 mA input (default)




Dimensions

« Unit: mm, For the detailed drawings, follow the Autonics website.

101 3 ‘

M Bracket

mﬂ

Errors

Display | Description

Troubleshooting

Flashes when input sensor is disconnected or
sensor is not connected.

Check input sensor status.

HHHH Flashes when PV is higher than input range.””

When input is within the

LLtt Flashes when PV is lower than input range.”’

rated input range, this display
disappears.

Err Flashes when there is an error of setting value

Check the setting condition and
reset.

Flashes when parameter and selection switch

Erri setting for input specification are inconsistent

Check input specification.

maximum or minimum input depending on the control type.

01) Be careful that when HHHH /L L L L error occurs, the control output may occur by recognizing the

o
—
Connections
R = T PV OUT
H KN-20JJW % & Dpcs2oma
5, B
ni e
2] &
Selecting
inout SIW- |-
RTD/TC/mV/%1V-
-1to+10V-
0to20mA.

o] o]le)l~]l= o 2]
w8 [ LI LT ]

TC A |_T
Power supply
ANALOGT T 24VDC 30mA Dlglta\ Input  SOURCE
""""""""""" 2 100~240VAC 50~60Hz
t 1t i VDC
enoo. dransmitter H
Bl KN-22[1C0w H KN-241CJw
250VAC 1A 1a
AL OUT AL-2 OUT RESISTIVE LOAD
250VAC 3A 1c 250VAC 3A 1c
RESISTIVE LOAD  RESISTIVE LOAD AL-10UT AL-20UT AL-30UT AL-40OUT

Mode Setting
[MODE] — Monitoring mode setting [MODE] over3 _,
[MODE] over 3 sec —  Program mode setting see
[A] +[W]over3sec - Digital input Auto -
Supply the power with pressing
M+ [« d Parameter reset Auto I
Parameter Setting

« Some parameters are activated/deactivated depending on the model or setting of
other parameters. Refer to the descriptions of each item.

« [MODE] key: Move to next item after saving / Return
sec)
« [d] key: Select parameter / Move digits

to RUN mode after saving (= 3

« [A], [V] key: Select parameter / Change setting value
« Return to the upper level without saving when there is no key input for more than 30

seconds.

B Monitoring mode

|
=4

Parameter Display | Default | Setting range Condition
11 Alalarm AL1| o9a3|
temperature Within input range 212/14/16/18
AL2 alarm , Analog Input: L-SC < AL < H-SC -
12 temperature Aie)| 0333 QE:QBM
13 Aalarm AL3| ooot operation: AT,
temperature [4 alarm output model] AT2
AL4 alarm Same as 1-1/2 AL1/2 alarm temperature
1-4 ALY 0001
temperature
. Check only (not available to set)
1.5 High peak HPEP| --- - |Displays high/low peak (Max./Min.
display input) value
« Initial high/low peak is saved after 2
sec from supplying the power.
16 Low peak LPEY| ---- +Value reset: [A] + W] key over 3
display N sec in 1-5/6 High/Low peak display
parameter

Lo L




B Program mode

Communication Parameter Setting

t Display | Default | Setting range Condition . .
nput paymee £rang - M Read Input Status (Func: 2, R/W: R)
2-1 ificati I n-P| RAAZ |Referto'Input Type and Using Range' —
Specitication STt Address Parameter | Outputrange Condition
5, Temperature |, . or |or o specification: 100001 (0000) | ALL indicator
- . Uni k L1°C,°F
unit Thermocouple, 100002 (0001) | AL2 indicator
23 Displayunit | dlnk| ©ro|%,O0FF°C, °F 100003 (0002) | AL3 indicator
Low limit , - nn 100004 (0003) | AL4 indicator | 0: OFF, 1:ON -
24 it L-rG| 0400 Within inbut
nput ithin input range, 100005 (0004) | °F indicator
25 High limit H-ro| 2000 L-RG +20% of F.S. < H-RG 2-1Input —
Input d specification: 100006 (0005) | °C indicator
2-6  Decimal point d. 0.00.0,0.00,0.000,0 Analog 100007 (0006) | % indicator
2-7 Lowlimitscale| L-5L| 0800]-19,9991t0 19,999
2-8 I:clgre“mlt H-SC| 1000 -19,999 to 19,999 M Read Input Register (FUI'IC: 4, R/W: R)
4mAoutput | , _, - | [PV transmission output model] Address Parameter Output range Condition
29 | LoUk| 0000 X R
scale mﬁt Themtﬁocouplev RTD: 300001 (0000) | Present value | -19999 ~ 19999 -
Ithin inputrange ' e N
20 mA output , «Input: Analo, Input Refer to 'Input specification parameter B
210 Lo P | Houe | 1000 " ST L 1og ofes < HouT < 300002 (0001) | pecification | setting/output value
H-SC . . . .| 2-1Input
[PV transmission output model] 300003 (0002) | Decimal point 8%0%6'8398’ 0003H- 0000, 0002H: 0.00, 0001H: specification:
Inputand Setting | Transmission o | Analog
nd | nput range tout 2-1Input
o.qp fransmission | . o o p |Yalue outputrange specification: 300004 (0003) | PWM OUT 0~ 20000 -
output . 0P no extension  [4-20mA Analo : X (MSB) - -
extension”” 5P |+5% extension|32-20.8 MA &
10P  |+10%extension|2.4-21.6 mA % indicator
[Alarm output model] °C indicator
212 ALlalarm ADTEEH ( ) °F indicator
operation AT1: Absolute high limit alarm 300005 (0004) | AL4 indicator 0: OFF, 1: ON R
AT2: Absolute low limit alarm AL3 indicator ’
., | At LA [SBA: Sensor break alarm
At ooom(m AL2 indicator
A:Standard alarm  B:Alarm latch AL1 indicator
9.3 Al alarm C: Standby D:Alarm latch and (LSB)
-13 option sequence standby sequence
« Enter to option setting; Press [« key in B Program mode setting group (Func: 03/06/16, R/W: R/W)
2-15AL-1 alarm operation. ~ - —
14 A2alarm [Alarm output model] Address Parameter Display | Setting range Condition
operation . ! ] P~ , Refer to 'Input specification
515 AL2alam AL-@| AE LR ig?oenaﬂ 12/13 AL1 alarm operation/ 400001 (0000) |Input specification | + n-P parameter setting/output value
Xf;";farm 400002 (0001) |Temperature unit Unt £|0:°C, 1 °F
216 o peration AL-3| Rezn 400003 (0002) | Display unit dUnE |0:°C, 11 °F, 2: %, 3: OFF
L .
2 éﬁii?rm (4 alarm output model] 400004 (0003) | High limit Input -rol ot
T AE4 P Sa?e as 2-12/13 AL1 alarm operation/ 400005 (0004) |Low limit Input - rg| e as paramEler seting range
- . option
operation o e 400006 (0005) |High limit scale H-5C _
AL4 alarm : — Same as parameter setting range
2-19 option 400007 (0006) |Low limit scale L-5C
2-12/14/16/18 400008 (0007) |Input correction ! n-b |Same as parameter setting range
AL1/2/3/4 — - -
220 /;ig:slgput A-HY 0011001 t0 999 Slarm 400009 (0008) \nput\d\g\ta\ therv nlI?u.F‘ Same as parameter setting range
operation: ATL, 400010 (0009) |AL1 alarm operation | AL - | 1: Absolute high limit alarm
_ _ AT2 400011 (000A) |AL2 alarm operation | AL -2|2: Absolute low limit alarm
201 Input special | nSF i LIN: Linear, ROOT: Root, SQAR: Square, - ; 3 Sensor break alarm
function in LEm T UF: Two unit function 400012 (000B) |AL3 alarm operation | AL -3 p o
29 Icr;ﬁgetction ' n-b| 0000199910999 400013 (000C) |AL4 alarm operation | AL -4
Input digital B 400014 (000D) |ALL alarm option AL - 1]10: Standard alarm
223 {0 AALF| 04|01 (OFF)to16 400015 (000F) | AL2 alarm option AL -e| 11 Alarm latch
Digital input 400016 (000F) |AL3 alarm option | AL~ 3|2 yiandby sequence
= { - L L= 5
224 Terminal d9F -t | Hold oL Hold, ZERO: Zero-point adjustment, | - 5 13: Alarm latch and standby
.95 Digitalinput | | L |ALRE": Alarm reset *[Alarm output model] 400017 (0010) |AL4 alarm option AL-4| sequence
25 ! L
=l = = 400018 (0011) Alarm output A-HY|Same as parameter setting range
Setting |Display part Color hysteresis Same
value |RUN mode |Error 400019 (0012) |20 mAoutputscale | Holk S —— as each
ame as parameter setting range
, = RED Red Red 400020 (0013) [4mAoutputscale | Lot : B 1ONES | parameter
2-26 Display color Clor rEd|GRN Green Green 000 0000 0003H: 0.000 setting
YELO |Vellow Yellow ; - 4H:.0000, H: 0.000, diti
- Green 400021 (0014) | Decimal point 4P 10002+ 0.00, 0001H: 0.0, 0000H: 0 | ™"
G-R  |Green Red Input and
[Alarm output model] 400022 (0015) |transmission output | E4.t 00:0%, 1 5%, 2 10%
Select each digit separately. extension
- Red, & s 4 16) |Digitalinput Terminal | di - & |0 :
R ‘Fied G: Green, Y: Yellow 00023 (0016) |Digital inp! l 0: Alarm reset, 1: Hold,
; Display color when alarm is ON P, ) : -poi i
297 /C*(\]:Tgmrﬂazgi\splay C-AL| rree|mHT _HLAL';’ Gy " 400024 (0017) |Digital input key di - ¢ |2 Zero-point adjustment
-1: Green— Yellow . . , 0: Linear, 1! Root, 2: Square,
AL-2: Yellow — Red 400025 (0018) |Input special function| 1 n.GF 3 Two Unit Function
——AL-3:Red — Green
AL-4: Green — Red 400026 (0019) iirt‘sﬁg breakalarm | 1o ON, 1: OFF
208 Sensor break birn A [Transmission output model] P - - -
alarm output © | OFF: 4 mA - 5%, ON: 20 mA + 5% 400027 (001A) |Lock Lol |0: OFF, 1: LOCKL, 2: LOCK2
Comm. , [ [Communication output model] i , 0: Red, 1. Green, 2: Yellow,
229 ~idress Adrr 01011099 400028 (001B) | Display color CLor 13 Red Green, 4 Green-Red
[Communication output model] N
230 Comm.speed | bAUD| 96 |1.2K: 1200,2.4K: 2400, 4.8K: 4800, . 400029 (001C) |AL1 display color
9.6K: 9600, 19.2K: 19200 bps 400030 (001D) |AL2 display color r-At loRed 1:G > Vel
] .- [Communication output model] : L-Ac U Red, 1. Green, 2. Yellow
231 Comm.write | Cond| EnAlgi, Enable, DIS A: Disable 400031 (001EF) |AL3 display color
OFF 400032 (001F) |AL4 display color
LOCL: Program mode lock (check only) 400033 (0020) |{Comm. address Adr ~ |Same as parameter setting range
Monitoring mode unlock 0 192000, 1- 9600, 2 4800
2-32 Lock Lol oF F [LOC2: Checking and setting program mode | - vV , 1 , 2 8
Lol e g g prog 400034 (0021) |Comm. speed bAU |5 2400, 4* 1200
Moln)“toring mode setting lock (check 400035 (0022) |Comm. write L oAY |0: Disable, 1 Enable
only;

01) Extension is not allowed below 0 mAand 0V. =1V and 10V Inputs cannot be set to 10P.

02) When alarm is cleared, or two alarms operate at the same time, the latest alarm’s color is applied.
When error occurs during alarm, the set color of 'Display color' parameter is applied.

+ Func : Read Holding Register/Preset Single Register/Preset Multiple Register



B Monitoring mode setting group (Func: 03/06/16, R/W: R/W)

Address Parameter Display |Setting range Condition
400051 (0032) |ALLatarm AL |
temperature
400052 (0033) |AL2alarm 2
temperature Same as parameter setting range. | oS
400053 (0034) |AL320rM 3 ’ BIENES Jaseach
temperature parameter
| settln_g_
400054 (0035) |AL4alarm ALY condition
temperature
400055 (0036) | High peakdisplay | HPEE )
- Same as parameter setting range
400056 (0037) |Low peakdisplay | LPEE

Input Special Function

When selecting analog input, this function is to display the calculated actual value by
square, root (v"), or two unit function (TUF) as display value.

« Func: Read Holding Register/Preset Single Register/Preset Multiple Register

B Input specification parameter setting/output value

Input spec. Display | Value Input spec. Display | Value
EL-F 0 Cusd 12
EL-dJ 1 Cuio 13
EL-E 2 RTD JPE ! 14
EL-E 3 dPLES 15
EL-r 4 dPE 16
EC-b 5 ArA 17
Thermocouple Current -
EL-5 6 AnAc 18
EL-n 7 Arul 19
Analog —
eL-C 8 Aruc 20
Voltage
EC-L 9 A-ul 21
EL-U 10 AR-uc 22
EL-P 11

Name | Parameter | Function Graph Applications
Display Y=AX+B Standard
li o Outputs as characteristics.
inear | Lin ;
input value Input for
Input linearity.
A
YZA(\/Z) B Used for
=0 measuring flows
Outputs the Y=0(X<0) by pressure
Root |rook rooted (v') Input signal.
input value
Output={(ANRUt=LRG ' 4 sc | sy + Lse
H-RG - L-RG
Used for
outputting
Outputs the differential
by fl
Square| 5PAr squared input ;S:)irgenszﬁre yriow
value )
—f(|Input - L-RG % (H-SC - |- R
Output {(“ TRGLRG ) X (H-SC- L-SC)} + L-SC
b Display (kg/cm’)
X ‘
' X i
Display the | m— &, i
pressure )
Two of under 2,005 3 i
: EUF . ' i ' -
unit atmospheric ‘ ‘ ‘
2.00 4.00 6.00
pressure a_s 10 nput
mmHg unit g (kPa)
§
f----1-760 mmHg
' Display (mmHg)
Input Digital Filter

Moving average digital filter is able to stably display and output the noise from input
line and irregular signals as software.
« Display cycle is same when executing moving average digital filter.

100 ms

ESn: Sampling value
: Dn: Display value

Y Y Y Y Y VY OV ¥
D1 D2 D3 D4 D5 D6 D7

D1=S1, D2=S2, D3=S3: Initial operation before averaging 4

+52+S3+ +53+S4+
Dd= S1+S2+S3+54 D5= S2+S3+54+S5
4 4
+54+S5+ +S5+S6+
D6= S3+54+S5+56 7= S4+S5+S6+S7
4 4
S5+S6+S7+S8
Dg= —m——

4



Function: High / Low-limit scale value

This function is to display setting of particular high / low-limit value in order to
display high / low-limit value of measured input.
If measured inputs are a and b and particular values are A and B, it will display a = A,

b =B as below graphs.

Display
value

Display
value

Display
value

H -t
b Input A value
value \
Display Display
value value g
a : a
Input a A
Hooeees A value
Function: Alarm

HHE. B

Alarm  Alarm
operation option

H Operation

Set both alarm operation and alarm option by combining.

Each alarm operates individually in two alarm output models.
When the current temperature is out of alarm range, alarm clears
automatically.

« H: Alarm output hysteresis

Name Alarm operation Description
- - No alarm output
orFgifon [ o
Absolute A If PV is higher than the
. PV PV
v_aIL_Je high s0C 1o abso\uteva\ue, the output
limit will be ON.
Absolute value: Set as 90°C
onfHy  oFF
Absolute N Y If PVis lower than the
value low PV PV absolute value, the output
limit 90C 1o will be ON.
Absolute value: Set as 90°C | Absolute value: Set as 110°C
. It will be ON when it detects
Sensor break sensor disconnection.
H Option
A Condition
Name Description of re-apply
Standard If it is an alarm condition, alarm output is ON. If it is a clear alarm | -
alarm condition, alarm output is OFF.
Ifitis an alarm condition, alarm output is ON and maintains ON
Alarm latch
status.
First alarm condition is ignored and from second alarm
Standby condition, standard alarm operates. When power is supplied
sequence | anditisan alarm condition, this first alarm condition is ignored
and from the second alarm condition, standard alarm operates.
— P— Power ON
Alarm Ifitis an alarm condition, it operates both alarm latch and
latchand | standby sequence. When power is supplied and it is an alarm
standby condition, this first alarm condition is ignored and from the
sequence | second lalarm condition, alarm latch operates.
Segment Table

The segments displayed on the product indicate the following meanings. It may differ
depending on the product.

7 Segment 11 Segment 12 Segment 16 Segment

g |o |+ |1 g |0 [+ |I a|o |+ |1 g0 |1 |l

1 |d |J L1 g | L1 d | 1|1 ]d |J

g |2 |[E |K 2|2 [k |K 2|2 |K|K 2|2 |k |K
3 |3 |L |L 3 |3 |t |L 3 |3 |t |L 3 |3 |t |L
4 14 |a (M 4|4 MM Y|4 M M Y|4 |M M
S |5 | [N S |5|NM|N 5 |5|N|N §5|[5]|N|N
E |6 |a |O 6E |6 |a |O 6|6 |0 |0 6|6 8|0
117 |P |P 717 |P|P 1717 |P (P |7 [P |P
B |8 |9 |Q B (8|8 |Q 8|8 |8|Q 8|88 |Q
9 |9 | |R 919 |R |R 919 |R |R 9 (9 |R |R
A |A |5 |S A |A |5 |S A |A|5 ]S AR 1A |5 |S
b B |E |T & |B|E|T b |BJE|T F|B|T |T
£ |C |u |Uu C|Ccju|u L |C (U |ju L |C |y |U
d |D |u |V d|[D|¥ |V d|D|¥ |V I |D|¥ |V
E |E |Y |W E |E |W |W E|E |W | W E|E [N |W
F |F |8 |X F|F |x |X F[|F |%x|X F|F X
& |G |4 |Y O |G |4 |Y 6 |G |4 |Y 6 |G|V |Y
H |H |2 |Z H|H|Z|Z H|H|Z|Z H|H|Z |Z

18, Bansong-ro 513Beon-gil, Haeundae-gu, Busan, Republic of Korea, 48002
www.autonics.com | +82-2-2048-1577 | sales@autonics.com
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